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April,
 
This system has installed a proper smooth bore sample tap ahead of treatment/storage, and
should be good to have their 2014 deficiency closed.
 
Thanks,
Tom
 

 Thomas A. Wiseman, Field Inspector
Field Inspection Section-Drinking Water Branch
Office of Water Quality-IDEM
100 North Senate Avenue-MC: 66-34
Indianapolis, IN  46204
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