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TELEPHONE NUMBER 

UNDERGROUND STORAGE 
TANK INSPECTION REPORT 
INDIANA DEPARTMENT OF 
ENVIRONMENTAL MANAGEMENT 

PREFIX FIRST NAME Ml 

TELEPHONE NUMBER 

PREFIX FIRST NAME Ml 

TELEPHONE NUMBER 

LAST NAME 

LAST NAME 

010 is in compliance with reporting & record keeping requirements 

010 is in compliance with all UST closure requirements 

010 has met all financial responsibility requirements 

40 CFR 280, Subpart A installation requirements {partially excluded) met 

40 CFR 280, Subpart B installation and upgrade requirements met 

2 0, b rt Cs equi e nts met 

2 0, b rtC C r ility r ir ts 

40 CFR 280, Subpart C O&M and testing requirements met 

40 CFR 280, Subpart D release detection requirements met 

40 CFR 280, Subpart J operator training requirements met 

Inspector's Name: 

Date: 

Time In: 

Time Out: 

Inspection Type: 

SUFFIX 

SUFFIX 

X YES NO UNK 

YES NO X NIA UNK 

YES NO X NIA UNK 

X YES NO NIA UNK 

YES NO X NIA UNK 

X YES NO UNK 

YES X NO UNK 

X YES NO UNK 

X YES NO UNK 
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0 c1: ~RT 
S Hl("HIGAN ST 

7'fr'7UT8 H • IN. 46563 
4 3822 

20. ,024 11 :56 

SYSTEM STnTU REf •RT ---- -- - -
ALL FUt~1IOIIS tiORl't\L 

I NVENTORY REPORT 

T I : UNLEADED 
VOLU1E • 
ULLAGE • 6913 GALS 

5558 G.<LS 
4310 ~ 
6927 G;;LS 

52 . I O I NCHES 
52. IO INCHES 

16c:..t.s 

90-, ULl.J,cE• 
TC VOLlt1E. 
HEIGHT • 
BTI'. HE IOHT• 
WHTER VOL. 
WATER • 0 . 8-, II, '11£:, 
TEMP • 57.0 DEG F 

T 2:PREMlll1 
VOLU1E • I :,52 (,,;l.S 
ULLAGE • 71 I c 
901. ULL"~E- b Af.S ...., b319 GALS 
TC VOLll1E • I 25b G,,J.S 

~G~ICHT: 19.80 11.:tiES 
WATER VOL • l 9 .eg ~'TuH£8 
WATER • 0.00 INCHES 
TEMP 55.J DEC F 

T 3:DtESEL 
VOLlJ1E 77"- G,;LS 
ULLACE • 7t:.38 C..lS 
90% lJLih.;E• t:.7% G,;J.S 
TC V0Lll1E • 775 GAL$ 
HEIGHT • I 4. I 9 INCHES 
STK HEIGHT• I J. I 9 IN~t,£!1 
WATER OL • 16 C...1.S 
WATER • 1 • b n._ • 
TEMP 58.4 DEC r 

. .. . END " • ,. .. • 

I :UNLEADED 

l.AaT GRO::,s TEST pAS':)EO: 
A~ 4. 2015 22:15 . 
8THRTIN(; VOLtJ1E• 30b~ 
PERCENT VOLU'1E • 24,b 
TEST TYPE• STANDARD 

LAST ANNUAL TEST p,-\SSED: 

NO TEST PASSED 

NO TEST PASSED 

~ PERIODIC TEST PASS! 
,.,..y 20. 2024 11: 21 
TEST LENGTH 32 HOURS 
STARTING VOLLl1E• 5469 
PERCENT VOLLl1E • 43.9 
TEST TYPE • CSLP 

FULLEST PERI ODIC TEST 
PASSED EACH MONTH: 

JAN 15, 2024 19!10 
TEST LENv"TH 32 H URS 
BTP HRT I NC V0Lll1E• I 0111 

ERCENT VOLl..t1E • 81. I 
TEST TYPE. CSLD 

FEB 2. 2024 16:te 
TEST LENGTH 39 HOURS 
STARTING VOLLNE• 9339 
PERl.'ElfT VOLLt1E 74 . 9 
TEST TYPE• CSLO 

l'IAR II. 2024 0:54 
LENGTH 35 HOURS 

STARTING VOLll1E• 64o1 PERCENT VOLUME. 5I 3 
TEST TYPE • CSLD ' 

APR 29. 2024 6:53 
TEST LENGTH 34 HOURS 
STARTING VOLl..t1E• 73?6 
PERCENT VOLlttE 58:7 
TEST TYPE • 'SLO 

MMY 4, 2024 20:37 
TEST LENGTH 34 HOURS 
STHR'TINO VOLl.t!E• 8315 
PERCENT VOLLl'IE • 66 7 
TEST TYPE. CSLo · 

JUN 9. 2023 11:12 
TEST LENGTH 28 HOURS 
STARTI NG VOLUME• 7203 PERCENT VOL1.11E • 57 8 
TEST TYPE • ~LD ' 

JUL 13. 2023 12:29 
TEST LENGTH 36 HOURS 
STARTING V()Ll.t1E• 5 PER<:'Erll' VOLLt1E • 171 
TEST TYPE • rstl. s 

HIX. 6. 20, 11 '5'.l 
TEST L!':llGTH I 6 i'..oukS 
STARTING VOLUl1E• 
PERCENT VOLU~E . 6279 
TEST TYPE. so.~ 

,!I) 

SEP 27. 2023 12 ' 0 
TEST LENGTH 29 ;,,.. 5 
START I/JG VOLWF "" ,, 
PERCE•rr IIOL .,E -• 4 :;:, 

TEST l"IPE . • • 58,0 
C!:;to 

NNLIHL TEST I' 

r-..SSEO 

PERIODI C TEST PASS: 
20. 2024 10:00 

LENGTH 55 HOURS 
ING VOLU1E• 1415 

ENT VOLU1E • lb,8 
TYPE • CSLD 

AN I. 2024 0:09 
EST LENGTH ~3 HOURS 

ARTING VOLIJ1E• 1552 
PERCENT VOLLl1E • 18.J 
TEST TYPE• CSLD 

FEB 2. 2024 14:57 
T!ST LENGTH 78 HOURS 
STARTING VOL\.t1E• 1103 
PERCENT VOLUME• 13.1 
TEST TYPE• CSLD 

MAR 9, 2024 14!12 
TEST LENGTH I? HOURS 
STARTING VOLU1E• 1710 
PERCENT VOLlttE • 20.3 
TEST TYPE• CSLD 

APR 30. 2024 10!59 
TEST LEM,"'TH 41 HOURS 
STARTING VOLU1E• 1~85 
PERCENT VOLl..t1E • 22.4 
TEST TYPE• CSLD 

1'1HY I, 202~ Q:39 
TEST LENGTH 41 HOURS 
STARTING VOLLt1E• 1885 
PERCENT VOLU1E • ~2. J 
TEST TYPE• CSLD 

JUN 19. 2023 II :oe 
TEST LENGTH JG HOURS 
STARTING VOLU1E• lb.:J 
PERCENT VOLLt1E • I 9. 3 
TEST TYPE • CSLO 

JUL 14, 2023 IJ:11 
TEST LENGTH 7t:. HOURS 
STARTING VOLUME• 1537 
PERCENT VOLU1E • I 8. 3 
TEST TYPE • C'SLO 

AUG 7, 2023 6!16 
TEST LENGTH 31 HOURS 
STARTING VOLU1E• 1873 
PERCENT V0Ll.t1E • 22.3 
TEST TYPE• CSLD 

SEP 11. 202~ .3:57 
TEST LENGTH 39 HOU!<S 
START I NG VOLU1E• I •l38 
PERCENT VOLLt1E • I 7 . I 
TEST TYPE• CSLO 

OCT 13. 2023 6:26 
TEST LENGTH 44 HOURS 
START ING VOLIJ"IE• 119 
PERCENT V0Ll.t1E • -,J 3 
TEST TYPE • CSLD. 

NOV I, 20~J _:10 
TEST LENGTH b5 HOURl:s 
STARTING VOLLt1E• 1444 PERCENT VOLIJ1[. 17 ? 
TEST TYPE • CSLll • -

CROSS TE~T PHSSEO: 
4, 2015 22: 15 
II(; VJLlJ1E• 1075 
HT VOLl.l'!E • I 2. 8 
TYPE • STHNDARO 

1MT PERIODIC TEST pHS9: 
HAY 20. 2024 11:42 
TEST LENGTH 67 HVURS 
STARTING VOLUME• 874 
PERCENT VOLIJ1E • 10,4 
TEST TYPE • CSLD 

FULLEST PERIODIC TEST 
PHSSEO EACH MONTH: 

JAN I, 2024 2:15 
TEST LENGTH 90 HOURS 
STARTINli VOLLl1E• 2508 
PERCENT \/OLlttE • 29. 8 
TEST TYPE• CSLD 

FEB 2. 2024 15:52 
TEST LENGTH 77 HOURS 
STARTING VOLU'IE• 2240 
PERCENT VOLUME• 26.b 
TEST TYPE • CSLD 

MAR 1. 2024 I :15 
TEST LENGTH 60 HOURS 
STARTING VOL1.11E• 1712 
PERCEl'(f VOLlttE • 20,J 
TEST TYPE• CSLO 

HPR 17, 2024 l8!j9 
TEST LEll\."TH JS HOURS 
START I NG VOLIJ1E• 2230 
PERCENT VOLL.11E • 26.5 
TEST TYPE• CSLD 

MAY I, 2024 I :JI 
TEST LENGTH 69 HOURS 
STARTING VOLIJ1E• 131:11 
PERCENT V0Lll1E • lb .• 
TEST TYPE· CSU, 

JUN 17, 2023 19: 05 
TEST LENGTH 65 Ii' URS 
dTARTING V0Lll1E• 1298 
PERCENT VOLIJ1E • 15.4 
TEST TYPE• CSLD 

JUL 15. 2023 0:52 
TEST LENGTH 74 HOURS 
STARTI NG V0Ll.t1E• 1377 
PERCENT VOLU1E • 16 . .i 
TEST TYPE • CSLO 

AUG 6, 2023 13!51 
TEST LEt«:TH 54 HOURS 
STAJITI M. VOLIJ'!E• 16~0 
PERCENT V0Ll.t1E • 19.3 
TEST TYPE• CSLD 

19, 2023 I :,8 
LENGTH 55 HOURS 

RTINO VOLUME• 1959 
ENT VOLlttE • 23 3 
TYPE• CSLO 

I , 2023 I 3 : J 3 
LENGTH 53 HOURS 
It«, VOLi.ti£• 175a 
NT VOLL11E • 20.9 
T'fPE • CSLD 

It. 023 10!15 
LENliTH 57 HOURS 

ARTING VOLLt1E• 219b 
ENT VOLl..t1E • 26. I 
TYPE• CSLD 

• 2023 J5:3J 
1£NGTH 59 HOllli'S 
n, VOLl.f1E• 2~,. 

LU1T 3 .. I 
t·L • CSU• 



U-~. UNITS 

~ L,V;Oi.JNCE 
~'liiQC'1'sH 
~ DATE TIME f FJh 
l'IOIW DO VV,,y HH:111:SS 

~ Qu1,.1 . .,RT 
'4o 8 MICHIGAN S'T 
PL\INouTH. IN. 4t.563 
174 784 382~ 

IIHJFT TIHE I 
8HIFT TINE 2 
S HIFT T INE :i 
SHIFT TIME 4 

TANJ-: P£RIODJc, ~'k!WI',.:, 
DISABLED 
TAN>: ANNUAL WARN I N(;S 
DIEIABLEO 
LINE f-ERI ,c,1, LJ.<RIOl,::S 
DISABLED 
LJ N£ ,.,•mu..i. i.,;R1,11ns 
DISABLE[, 

PRI NT TC V0Ll.t1E3 
ENABLEO 

TEJ1J> <'01-1i-Er1&1TJ ()r4 
VALUE <DEG F I: bO,Q 
BTIC}: HEJ r;HT OFF,ET 
ENABLEC• 

H-PROTOCOL C-.;T ... FOl'.tt.T 
HEIGHT 
DAYL IGHT S..VJN<, TIHE: 
DISABLE[• 
RE-0 I RE(:'T I ,OCkL I k 11/Tvlff 
DISABLED 

EURO f·ROH>co1 l'RlrJ 
s 
S\ STEM SECUI-: ITY 
CODE : 000000 

0 DIAL TlnE SETur:,: 

SE•.'UF ITV 
000000 

• I ~ . ' I. f' I 
D~SABLCf• 

.. , 
O D 1,-,L Hl.,,RH SETUP ---- --

OED 
DE 
EFF 

ER 
FILE 

FULL VOL 
,O INo:H VOL 
,0 I No, H VOL 
,0 INCH VOL 

LOW PRODl)..'T : 
LEAK ALARM LIHJT: 
SUDDEN LOSS LIHJT: 
TANK TILT : 

MANIFOLDED TAIIKS 
TP: NONE 

LEAK HI N PERIODIC: 

LEAK MIN ANNUAL 

PERIODIC TEST TVJ-E 
STANDARD 

r<M,U..L TEb'T F11IL 
ALARM 1.11S1\BLED 

PERIOD! TEST FAIL 
Al.ARM DISABLED 

GROSS TEl:IT FAIL 
Al.ARN DIS.:Wl.ED 

ANN TEST HVERACIN(;: OFF 
PER TEST AVERAG I NC: OFF' 

T11NI: TEST NOTIFY: OFF 

Tl,K TST SIPHON BRu-<I :OFF 

DELIVER'r DEL.Av 
STICI' OFFSET 5 HIii 

0.30 

IODIC TEST FAIL 
ALARM DIS..BLEC• 

TEST F11JL 
I\LARM DISABLE[o 

N TEST 1-1VERkvl1«:; : 
TEST AVERAG WC: 

TANK TEST NOTIFY: 

TNK T8T SJf,HON BRE,.,1 :oFr 

l)ELIIIERY t•ELAV 
STICK OFFSET 

<\VERAG I NC : 
AVERACINC: 

SIPHON BREAK:OF 

DELAY 
OFFSET 

REr-ORT f ,Rtll-'T 
NORIIAL 

JLJATI OII SETUP - - - - -

!Nill\' l'.'LOSlt4<~ 
:Q, HM 

RE~'ON(; I LI A1 I ON 
l10tll'HL• 
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Marathon FID #18663 
Attn: Onkar Lall 

840 S. Michigan St. 
LaPaz, IN 46537 

Dear Mr. Lall: 

Milwest Tank ~ 
AN ENVlRONMENTAL COMPLIANCE COMPANY 

316 W Indiana Ave• Chesterton, IN 46304 • 1-800-975-1436 

The following is the breakdown of the testing completed at the above site on 5/2/24: 

Testing Summary 

• ATG, Probes and Sensors - passed 

• 3 Hydrostatic Spill Buckets - passed 

• 3 Line and Leak - passed 

• 3 Overfill Prevention - passed 



~ AUTOMATIC TANK GAUGE 
MldWaat Tank TastlnQ '-
AN .NYIMONM<N>'ALC,,,MJ'LI ANC ECOMl•AN,· (ATG) FUNCTIONALITY 

316 W. Indiana Ave. 
Chesterton, IN 46304 

PC#and WO# 

Name and FID # 

Address 

City/State/Zip 

Contact 

Phone 

DATA SHEET 

Certifications 

Estabrooks: 82,1906 

Marathon - FID 18663 ICC: 10221928 

840 S Michigan St Indiana: UC 110386 

LaPaz, IN 46537 CP/STI: 16655 

UC111023 

DATE AND TIME 

WEATHER 

COLLECT/INVOICE 

CLIENT E-MAIL 

Name 

Address 

City/State/Zip 

Phone 

n~ 
Name 

Email 

AUTOMATIC TANK GAUGE (ATG) FUNCTIONALITY TEST 

5/2/24 - 09:10-11:30 

60 Cloudy 

Collected 

Midwest Tank Testing 

316 W. Indiana Ave. 

Chesterton, IN 46304 

800-975-1436 

Chris Zell 

support@midwesttanktesting.com 

This procedure is to determine whether the automatic tank gauge (ATG) is operating properly. See PEI/RP1200 Section 8.2 for the inspection 
procedure. This procedure is applicable to tank level monitor stems that touch the bottom of the tank when in place. 

ATG Brand & Model TLS 300 

Tank# 1 2 3 

Product Stored Regular Premium Diesel 

Tank Volume (gallons) 

Tank Diameter (inches) 96 96 96 

Calculated 90% Level (inches) 81 81 81 

1. After removing the ATG from the tank, 
It has been Inspected and any damaged Yes Yes Yes 
or missing parts replaced? (Yes/No) 

2. Float moves freely on the stem without 
Yes Yes Yes binding? (Yes/No) 

3. Fuel float level agrees with the value 
programmed into the console? Yes Yes Yes 
(Yes/No) 
4. Inch level at which the overfull alarm 
activates corresponds with value Yes Yes Yes 
programmed in the gauge? (Yes/No) 

5. Inch level from bottom of stem when 
81 81 81 90% alarm Is triggered. 

6. Water float agrees with the value 
Yes Yes Yes programmed into the console? (Yes/No) 

7. Inch level from the bottom when the 
2 2 2 water float first triggers an alarm. 

8. Inch level at which the water float alarm 
activates corresponds with value Yes Yes Yes 
programmed in the gauge? (Yes/No) 

If any answers in Lines 1,2,3 or 4 are "No," the system has failed the test 

Test Results (Pass/Fail) Pass Pass Pass 
Comments 

'!EVISION 8/2112019 



INDIANA HOMELAND SECURITY 

STATE/PERMIT# 

UC111987 

Underground Storage Tank 

CHRIS ZELL 
316 W INDIANA AVE 

CHESTERTON, INDIANA 

ISSUE 

12/29/2022 

DISCIPLINES 

EFFECTIVE 

12/30/2022 
EXPIRATION 

12/29/2024 

?]lns1allation or Re1rori11Ing 

'7Ca!hochc Protec\Jon 

['Tesl1ng 

DacommIss,on,ng Closure 

Decomm,ss,ornng Removal 

The attached testing was completed at this site by an IDHS certified technician. 

Technician's Signature: ----ll----,--6/4,,__' ..._

7 

...;_/ _1_VJL--____ -_~ ___ _ 
Chris Zell 

Midwest Tank ,uito) 
\' t.~ \ m o~:'11 t:~ I.\L C'O\IPLI \.'('[ CO\IP,\~ \ 

316 W. Indiana Ave. 

Chesterton, IN 46304 

(800) 975-1436 

Serving the Midwest Since 1990 
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Midwest Tank ias~ EZY CHEK SYSTEMS DATE AND TIME 5/2/24 - 09:10-11 :30 

LEAK DETECTOR TEST WEATHER 60 Cloudy AN fl:N V IRflN~·t RNTAl . <:'Ol\i1Pl-,.l ,'\NC'£ COM l•ANY 

316 W. Indiana Ave. 
Chesterton, IN 46304 COLLECT/INVOICE Collected 

CLIENT EMAIL onetek@vahoo.com 
REVISION 8/21/2019 tNflne eompa r , :,:~~~~~T :-~, • ~ ;. ~ }'ffl 

"" • ... :ii.:.. -~·"' 
-~_J11·:-~ Name Midwest Tank Testing 

PC#andWO# E.ttabrooJca: 82-1906 Address 316 W . Indiana Ave. 

Name and FID # Marathon - FID 18663 ICC: 10221928 City/State/Zip Chesterton, IN 46304 

Address 840 S Michigan St lndiarni: UC 110386 Phone 800-975-1436 

City/State/Zip LaPaz, IN 46537 CP/Sll: 16655 - t :i _,.,.,.-
Contact UC111023 Name Chris Zell 

Phone Email su1111ort@midwest1i!nkte~tln9.com 

TYPE OF LEAK DETECTOR - (LO) or (ELD) 

PUMP # PRODUCT MODEL SERIAL # (If Legible) 

1 Regular FePetro N/A 

2 Premium FePetro N/A 

3 Diesel FePetro NIA 

4 

5 

6 

7 

8 

LEAK DETECTOR TEST 

PUMP # Product Type Metering Pressure Functional Element 
Resiliency Test Leak Rate Opening 

Results Holding PSI ML/MIN Time 
1 Regular 30 7 220 189ml 1 Pass 
2 Premium 30 18 140 189ml 1 Pass 
3 Diesel 32 28 270 189ml 3 Pass 
4 189ml 

5 189ml 

6 189ml 

7 189ml 

8 189 ml 
COMMENTS/RECOMMENDATIONS: 



Nlldw•t Tank~ 
EZY CHEK SYSTEMS 

PRODUCT LINE TEST AN r.NYIRONMl?NTAl. <."OMPLIANC"'II C'C)Ml'A"'Y 

316 W. Indiana Ave. 
Chesterton, IN 46304 

PC#andWO# 

Name and FID # 

Address 

City/State/Zip 

Contact 

Phone 

Marathon • FID 18663 

840 S Michigan St. 

LaPaz, IN 46537 

DATE AND TIME 5/2/24 - 09:10-11:30 

Name Midwest Tank Testing 

Address 316 W. lndianaAve. 

City/State/Zip Chesterton, IN 46304 

Phone 800-975-1436 

Chris Zell 

Email support@midwesttanktesting.com 

Applied Pressure 1-1/2 Times Working Pressure, Min 50 PSI 

PRODUCT LINE TEST - DATA (LT) 

#1 Product Type: Regular #2 Product Type: Premium 
TIME DATA -/+ GPL RES GPH TIME DATA -/+ GPL RES GPH 
09:25 56 0 0.0037 0.0000 0.0000 09:25 88 0 0.0037 0.0000 0.0000 --- --- --- --- ---09:40 58 0 0.0037 0.0000 0.0000 09:40 88 0 0.0037 0.0000 0.0000 --- --- ---09:55 56 0 0.0037 0.0000 0.0000 09:55 88 0 0.0037 0.0000 0.0000 --- --- --- --- ---10:10 56 0 0.0037 0.0000 0.0000 10:10 88 0 0.0037 0.0000 0.0000 --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- --- --- ---

FINAL RESULT: Pass FINAL RESULT: Pass 

#3 Product Type: Diesel #4 Product Type: 
TIME DATA -/+ GPL RES GPH TIME DATA -/+ GPL RES GPH 
09:25 55 0 0.0037 0.0000 --- 0.0000 0 0.0037 0.0000 0.0000 --- ---09:40 55 0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- ---09:55 55 0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- ---10:10 55 0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- ---

FINAL RESULT: Pass FINAL RESULT: 

#5 Product Type: #6 Product Type: 

TIME DATA -/+ GPL RES GPH TIME DATA -/+ GPL RES GPH 
0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- - - - ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- --- ---0 0.0037 0.0000 0.0000 0 0.0037 0.0000 0.0000 --- --- ---

FINAL RESULT: FINAL RESULT: 

COMMENTS/RECOMMENDATIONS: Reg shut off ball valve neesds repaired. DSL and Prem functioning element screws will not isolated tanks 
from lines. 

REVISION 8/21/2019 



INDIANA HOMELAND SECURITY 

STATE/PERMIT II 

UC111987 

Underground Storage Tank 

CHRIS ZELL 
316 W INDIANA AVE 

CHESTERTON, INDIANA 

ISSUE 

12/29/2022 

DISCIPLINES 

EFFECTIVE 

12/30/2022 
EXPIRATION 

12/29/2024 

?)lns1alla1JOn or Re1roli111ng 

~ cathodic Pro1eeuon 

_jTes1,ng 

Decomm1ss1on,ng Closure 

Oecomm,ss,oning Removal 

The attached testing was completed at this site by an IDHS certified technician. 

Technician's Signature: ----+-C-r/-i:1-~~ ~ _p_if?____ _____ --.... ___ _ 
Chris Zell 

Midwest Tank T~ 
' " I:.;\\ IRO;\ \II:.' I \L CO\ll'LL\,'1,CI:. CO\IP.\,,, 

316 W. Indiana Ave. 

Chesterton, IN 46304 

(800) 975-1436 

Serving the Midwest Since 1990 
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AN EN V I R ON M E N TA L C O M l 'LI A N C E COMPA N Y 



WWR1I•*~ 
OVERFILL PREVENTION DATE AND TIME 5/2/ . ; : 

VERIFICATION (OPV) WEATHER 60 Cloudy 
AN fN\.',kON.Mf,..1AI •11Mrl , ....... C. t" ,if,!li,ll"A1'•n 

316 W. lndlana Ave. AUTO SHUT-OFF, BALL FLOAT COLLECT/INVOICE Collected 
Chutorton, IN 46304 

DATA SHEET CLIENT E-MAIL - ,. . 
s••~ t-r. 'i .;.~<J, - Name Midwest Tank Testing 

C E1t1brookt: 82~1906 Address 316 W. Indiana Ave. 

Name and FID # Ma n • FID 18663 ICC: 10221121 City/State/Zip Chesterton, IN 46304 

Address 840 S Michigan St. _uc,, .... 600-975-1436 

City/State/Zip LaPaz, IN 46537 CPISTl: 1'655 - -Contact IJC111023 Name Chris Zell 

Phone Email support@mldv.esttanktesting.com 

OVERFIL, PREVENTION VERIFICATION (OPV) INSPECTION • A UT OMA TIC SHUT-OFF DEVICE ANO BALL FLOAT VALVE 

This data sheet Is for inspecting automatic shutoff devices and bell float valves. See PEI/RP1200 Section 7 for inspection procedures, 

Overfill Prevention Device Brand 

Tank# 1 2 3 

Product Stored Regular Premium Diesel 

Tank Volume (gallons) 

Tank Diameter (Inches) 96 96 96 

Calculated 90% Level (Inches) 81 81 81 

Calculated 95% Level (Inches) 86 86 86 

Type (Automatic Shutoff Device/Ball Float 
ASO ASO ASD 

Valve) 

AUTOMATIC SHUTOFF DEVICE INSPECTION 

Measured Shutoff Level (Inches> 711 711 711 

1. Drop tube removed from tank? (Yes/No) Yes Yes Yes 

2. Drop tube and float mechanisms free of 
Yes Yes YRS 

dobrls? (Yes/No) 

3. Float moves freely without binding and Yes Yes Yes 
poppet moves Into flow path? (Yes/No) 

4. Bypass valve In the drop tube open and 
free of blockage (If present)? (Yes/No/Not Yes Yes Yes 
Present) 

5. Flapper adjusted to shut off flow at 95% Yes Yes Yes 
capacltyr (Yes/No) 

• Use Manufacturer's suggested procedure for determining If automatic shutoff device will shut off flow at 95% capacity. 
A "No" to any Item In Lines 1-5 Indicates a test fallure. 

BALL FLOAT VALVE INSPECTION (If a ball float Is found to fall the Inspection, another method of overflll must be used.) 

Is ball float valve present? 

Is ball punched thru disabling valve? 

Is ball float valve completely removed? 

Measured Float Level llnches1 
1. Tank top fittings vapor tight and leak 
free? (Yes/No) 

2. Ball float cage free of debris? (Yes/No) 

3. Ball free of holes and cracks and 
moves freely In cage? (Ye.s/No) 

4. Vent hole In pipe open and near top of 
tank? (Yes/No) 

5. Ball float pipe proper length to restrict 
flow at 90"/4 capacity?'"' 
(Yes/No) 

- Use Manufacturer's suggested procedure for determining if flow restriction device will restrict flow at 90% capacity. 
A "No" to any Item In Lines 1.5 Indicates a test fallure. 

Test Results (Pass/Fall) Pass Pass Pass 
Comments: 

.... All mtllUtementa are IAktn In ~ Chn ~EVISION 8121/2019 



INDIANA HOMELAND SECURITY 

STATE/PERMIT II 

UC111987 

Underground Storage Tank 

CHRIS ZELL 
316 W INDIANA AVE 

CHESTERTON, INDIANA 

ISSUE 

12129/2022 

DISCIPLINES 

EFFECTIVE 

12/30/2022 
EXPIRATION 

12/29/2024 

✓ tnstallai,on or Retrofill,ng 

Cathodic Protee1ton 

Testing 

Oecommiss,on,ng Closure 

C Decomm,ss,onong Removal 

The attached test ing was completed at this site by an IDHS certified technician. 

Technician's Signature: _ ____._(_ ! ..... 1/i_~_· _!_1_VJ_fL--_____ ------____ _ 

Chris Zell 

MidWest Tank Te~ 
"t.'\\ IKO;\\lt.'\I \l. C'O\l rLI " C l' {()\ IP"\ 

316 W. Indiana Ave. 

Chesterton, IN 46304 

(800) 975-1436 

Serving the Midwest Since 1990 



SITE INSPECTION 
Maratllon - FlD 18843 DA TE AND TIME Midwest Tank Testlna 

840 S Michigan Sl, LaPaz, IN 46537 5/2124 - 09:10-11 :30 sou-975-1<436 
suooort@midwesttanktestina.com 

Criteria Y / N/NA Comments 
1 Fill Port Plat• color coded property, caps intacl y 
2 R9flUllr Flll Pon/ Sump free of debris and liquids, drain varve ok y 
3 Regular Vapor Pon/Sump free of del>lis and liquids, valve ok 

4 Premium All Pon/Sump free of debris and liquids, drain verve ok y 
5 Premium Vapor Port/Sump free of debris and liquids, valve ok 

• DleHI All Port/Sump free of debris and liquids, drain verve ok y 
7 OleNl Vapor Pon/Sump free of del>lis and liquids 

• Regular 2 Flll Pon/ Sump free of debris and liquids, drain valve ok 

• Regular 2 Vapor Port/Sump free of debris and liquids, valve ok 

10 Mid-Grade Flll Pon/ Sump free of debris and i quids, drain valve ok 

11 Mid-Grade Vapor Port/Sump free of debris and liquids, valve Ok 

12 EM Flll Port/Sump free Of debris and liquids. drain valve ok 

13 EU Vapor Port/Sump free of debris and liquids, valve ok 

14 K..-oNM FIii Port/Sump free of debris and liquids, drain valve ok 

16 K..-oNM Vapor Port/Sump free of debris and liquids, valve Ok 

19 ROll'liar STP- type of S7P Ind type of LNk detection equip. Red Jacket/FePetro 
17 Premium STP - type of S7P and type of LHk dotoctton equip. Red Jacket/FePetro 
11 OleHI S7P - type of STP and type of Luk detoctlon equip. Red Jacket/FePetro 
11 Regular 2 STP- type of STP and type of LHk detoctton .ciu,p, 

20 • Mid-Grade S7P- type of STP and type of Leak doloctlon equip. 

21 EH S7P- type of STP and type of LNk detoe1fon equip. 

22 K..-oNM STP - type of STP and type Leak Ooloctton equip. 

23 Regular Sump Conbllnrnont, present, free of debris and liquids No Containment 
24 Premium Sump Containment, present, free of debris end liquids No Containment 
25 DleHI Sump Contalnmtnt, present, free of debris end tiquids No Containment 
26 Regular 2 Sump Containment, present, free of debris and liquids 

27 Mid-Grade Sump Containment, presanl free of det>ris and liquids 

21 EH Sump Containment, present, free of debris and Uqules 

2t I(....,._ Sump Containment, present, free of debris and liquids 

30 Olapenser 112 Under dl_n.., containment, Prnent or NOT free and clear 01 debns and liquid 
Condition of Nozzles and hoses. Present 

31 Dlspenoer 3/4 Under dlapenaer contalnrnant Preunt or NOT, free and clear of debris and liquid, 
Condition of nozzles and hoses. Present 

32 Dt.penHr Sit Under dl-nMr containment Pruent or NOT, free and Clear Of debris and liquid. 
Condition of nozzles and hoses. Present 

" 
Ot.penMr 711 Under dlapenaer containment p,.Hnl or NOT, free and clear of debris and liquid. 
Condition of nozzles and hoses. Present 

34 OlspenMr 9/10 Under dlapenoer containment P,.aont or NOT free and clear of debris and liquid. 
Condition of nozzles and hoses. 

35 Dt.penMr 11/12 Under dlspenoer contalnmam Pruent/ NOT tree and clear of del>rls and Mquid. 
Condition of nozzles and hoses. 

39 Emergency Shur v,I,.. under Dlapenaera are openrtlonal 

37 Is there an Emergency Shutoff Present 

31 Does site contain Sump Senson, and are they oparallonal? None 
31 Does site contain lnt...UU.I Senaora, and are they operational? None 

40 If Above Ground Tank (ASn present on site is arna around tank Clean and tree of debrio with no 
evidence of leakage 

41 Graduated "Stick" present and on-slle and n,adily avaUable 

42 Are the onsite Ground Monttotlng wtllo S8CUted in place with ids bolted down 

43 Eloctronle Tank Gauging, oparatJonal \Wt> no signs Of aJanns, and able lo ganerale pfinlable reporl 
ATG caps -u.. In ground. y TLS 300 

44 c.-Ic Protoctlon Roe11fter operational and presently operating 

4a overall clNnllneu of station ... Technician lnltlalo: 

Addltlonal Comments: 
CZ Chris Zell 

REVISION 8/21/2019 
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�	N���
���������	��
���N�gVhRi

�����%�+�/��((#����j�$#!%��j% ���$�k
$#&&%�$����j%�%������������3

3�,�� ��,��+&;:8;1.?E�9:��*/

�*#������3�#(��*%���#!%��%�$���%��"#��$�%���%�$��$%��%���%(#�%�*%����%)"�����#��������%�����*%�%#(-�����#��$%��� �������%����%��!%�%�������$$#����$%� ��*��*%�"#��$3�"�#!���#��l


K�N���N��
���	�
�����
K�
��
K	�������	N��������N����	����N
	����	��c�K��	��		���NN�	��
��
K	���N��	�����	������	�����
K	��������	���������
	�d������
c�
KN
�����M��������	m���	�	�
f��
	������������
����������������
��
�����
K	������	�
�c�
K��	N�	
�
��cK�K�
K�N	�
����
	��������	���NN�	�������������	�
���f��
K	����N����	��������	�������
K	�������	N���	N���	���K	�	����N�N��]	
�
������
K	�
	��Nf	���N���N���������
���N����N�K������	Nd�����
N�NK�c������K��	��		���	��	��������������Nd

�*����$%���(�$��%����������%����������&���%���#(����(#�&���#���#��3�����$#�(%����#���j*����"#���*%�$%���(�$��%�*#��%�l��*��$%���(�$��%���#%����#����((��&���!%�3��#����%j���!%�3���&%��-��%)�%����#������%����*%��$#!%��j%���((#��%����3��*%�"#��$�%��%�# l�����*����$%���(�$��%��#(���������$%���#%����#���$#�������%�����$#����$����%� %%����*%�������j������%�+�/-����*#��J%��%"�%�%�����!%�#��"�#��$%�-������*%�$%���(�$��%�*#��%�l�&"#�����'�����G��1C=��B=?19G9B;1=�C.<8=?�9A�;:�������#���������%�-�1C=�H.<9BE+9=A/�>DA1�C;n=�������#���������%��H?.n9A9.:A�.?�F=�=:8.?A=8l�G������#j���#������� ��!%�-��ADFo=B1��1.��1C=��1=?>A�;:8�B.:8919.:A�.G�1C=�H.<9BE-�B=?1;9:�H.<9B9=A�>;E�?=ID9?=�;:�=:8.?A=>=:1l����A1;1=>=:1�.:1C9A�B=?19G9B;1=�8.=A�:.1�B.:G=?�?9pC1A�1.�1C=�B=?19G9B;1=�C.<8=?�9:�<9=D�.G�ADBC�=:8.?A=>=:1+A/l
$#!%��j%� $%���(�$��%���&�%�' �%!���#����&�%�'

$%���(�$��%�*#��%� $��$%�����#�
q�6rss2t76u��$#���$#�"#����#�l���<<�?9pC1A�?=A=?n=8l�$#���tu�+t76v,7w/

$%���(�$��%�#(���������3��������$% ���%�+&&,��,3333/

L
LLLL

�C=��$#���:;>=�;:8�<.p.�;?=�?=p9A1=?=8�>;?@A�.G��$#��

u,s,t7tx
+uyx/�rwv2tx77 t76yv#:@;?��;<<�8F;��;";z�{D9B@�&;?1sx7���&9BC9p;:��1+�;";z/"<E>.D1C-����xvuvw� 6-777-777ywwxr6y27 67,tv,t7tw 67,tv,t7tx 677-77767-777t-777-777t-777-777

� ".<<D19.: ""t6yx7v y,w,t7tw ".<<D19.: w7-777�1.?;p=��;:@�".<<D19.:��9;F9<91E-�B<;9>A�>;8=�:8=?p?.D:8��1.?;p=��;:@�".<<D19.:��9;F9<91E-�B<;9>A�>;8=l����(�$����3���k6svvw�+&;?;1C.:/|
�:89;:;��=H;?1>=:1�.G�%:n9?.:>=:1;<�&;:;p=>=:1677����=:;1=��n=:D=�:89;:;H.<9A-����xvt7x

��4�"%�276 !���$#��
&9<<=?��:AD?;:B=�j?.DHsu7�%�}=GG=?A.:-�"#��.0�6u76"<E>.D1C-����xvuvw n9B@9=~>9<<=?9:AD?;:B=p?HlB.>$=<9:;��:AD?;:B=$.<.:E��:AD?;:B=�$.>H;:E

y,w,t7tx

) ))

ACORD" 
I ~ 

~ 

I 

~ 

D □ 
~ 

~ 

Fl □ □ 

~ 

~ ~ 

~ ~ 

~ ~ 

~ H 
I I 

I I I 
□ 

I 
llf t4L. ·'lalutt- I 



� ��������	�
�������������������������������������������������� ����� ����� !!!����"����#��$%&'()(*+'%�,)�$,-./%'(,0�!�������1�23��4��5,&�*,-./%'(,0�,)�6789:;�<0=%&>&,?0=�@',&+>%�A+0B�CDC�E.%&+',&�A&+(0(0>�(0+**,&=+0*%�F('G�HIJ�6D$�JK�4�L�����M1���� ����N��O��1�PQ���������RS��������O��1��PQ��������� T����U��V�LW���N�����U�""��������
�ORP�"Q���2N��������������������#��X��Y
Z�
Q���"�"�#���3Q��	����������	����LN"��������X�L���L�������� �[���U�[��

IDEM Indiana Department ofEnvironmental Management 

l Jnderground Storage Tank Progra1n 
Operator Train· ng Ce11jfication 



� ��������	�
�������������������������������������������������� ����� ����� !!!����"����#��$%&'()(*+'%�,)�$,-./%'(,0�!�������12�3��4��5,&�*,-./%'(,0�,)�6789:;�<0=%&>&,?0=�@',&+>%�A+0B�CDC�E.%&+',&�A&+(0(0>�(0+**,&=+0*%�F('G�HIJ�6D$�JK�4�L�����M1���� ����N��O��1�PQ���������RS��������O��1��PQ��������� T����U��V�L3���N�����U�""��������
�ORP�"Q���WN��������������������#��X��Y
Z�
Q���"�"�#���[Q��	����������	����LN"��������X�L���L�������� �\���U�\��

IDEM Indiana Department ofEnvironmental Management 

l Jnderground Storage Tank Progra1n 
Operator Train· ng Ce11jfication 



� ��������	�
����������������������������������������������� ��!�����!�����!""" ���# �� $��%&'()*)+,(&�-*�%-./0&()-1�"�������2�34��5��6-'�+-./0&()-1�-*�789:;<�=1>&'?'-@1>�A(-',?&�B,1C�DED�F/&',(-'�B',)1)1?�)1,++-'>,1+&�G)(H�IJK�7L%�KM�5�N�����O2����!!���P��Q��2�RS���������TU��������Q��2��RS��������� �����V �W�NX���P�����V�##��������
�QTR�#S���3P��������������������$��Y��Z
[�
S���#�#�$���4S��	����������	����NP#��������Y�N���N��������!�\���V�\ �

IDEM Indiana Department ofEn\ ironmental l'.vlanagement 

LTnderground Storage Tank Progrant 
Operator Training Certification 



� ��������	�
����������������������������������������������� ��!�����!�����!""" ���# �� $��%&'()*)+,(&�-*�%-./0&()-1�"�������23�4��5��6-'�+-./0&()-1�-*�789:;<�=1>&'?'-@1>�A(-',?&�B,1C�DED�F/&',(-'�B',)1)1?�)1,++-'>,1+&�G)(H�IJK�7L%�KM�5�N�����O2����!����P��Q��2�RS���������TU��������Q��2��RS��������� �����V �W�N4���P�����V�##��������
�QTR�#S���XP��������������������$��Y��Z
[�
S���#�#�$���\S��	����������	����NP#��������Y�N���N��������!�]���V�] �

IDEM Indiana Department ofEn\ ironmental l'.vlanagement 

LTnderground Storage Tank Progrant 
Operator Training Certification 



Indiana Depru.1ment ofEm·ironmentalManagement 100 North Senate Ave 
Indianapol is, I ndiana, 46204 
(800) 451-6027. (317) 232-8603 
www.idem.lN.gov C l T11dergrou11d Storage Tank Progr~un 

Operator Training Ce11ification 

Certification of Completion 
Awarded to: 
Kirpal Lall 

For completion of "C" Operator Training in accordance with 329 JAC 9 . 
Certification is applicable to the following location: 

Company Name: SEVEN ELEVEN 

Address: 2020 US HWY 31 

City: Plymouth. IN 46563 

Facility ID#: 40901 

UST Facility ID#: 20741 

Training Authorized by: lqbaal Lall License #(s): A - 5538, A - 11115, A - 18010, A -
2403 1, B - 5540, B - I LI 16, B - 18011 , B - 24033 

Cl~• Ao, B Opera~, Sig, Mm, ~.:..---->.~~;:;.....:.------

Training Provided by: ~~ 
1 
~ 

Trainer Signature: 

Issue Date: SI <j ktH. Expiration Date*: ::>} Cf /d:'.:C 
*Certification expires three (3) years from the date of issuance. 

IDEM may require operator retraining if a UST System managed by the operator has documented deficiencies per 329 IAC 9. 




