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June 27, 2024 
 
66-34 
PWSID# IN2640069 
Gabis Arboretum At Purdue Nw - Pavilion 
Attention: Ms. Sarah Reed 
444 West 100 North 
Valparaiso, IN 46385 
 

Re: Repeat Sample Requirements 
 

     The routine microbiological sample collected by your system on June 25, 2024 tested 
positive for Total Coliform. You must collect three (3) repeat samples (1) and one (1) 
source/well water sample (2) for a total of four (4) samples.  Then, you are required to 
collect three (3) additional routine samples in the month following this positive sample. 
Please see table below for your reference. 

 
1. The repeat samples and additional routine samples must be taken at the locations 

described in your approved site sampling plan and must be taken as follows:  
 
If three different sites are available, collect one sample from each site on the same day: 
one (1) sample must be taken from the tap where the original positive sample was 
taken; one (1) sample at a tap within five service connections up-stream; and one (1) 
sample at a tap within five service connections downstream. The repeats must be taken 
within 24 hours of notification. 

 
If only a single site is available, collect the three (3) repeats on three (3) separate days 
within one week of notification and collect the additional routine samples on separate 
days in the following month (see table above) from the single site. The additional routine 
samples must be taken from the distribution.  

 
 
 
 
 
 

Repeat (RP) Sampling Requirements 

Number of Repeat 
Samples from the 

Distribution System 

Number of 
Source/Well 

Sample 

Number of Additional 
Routine samples from 
Distribution during the 
month of July 2024 

Total Samples 
(Repeat Samples + 

Source/Well Sample + 
Additional Routine Samples) 

3 1 3 7 
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2. All repeat samples must be received by the lab within thirty (30) hours of collection time. 
The Bacteriological Report Form sample types must be marked as follows: The three 
(3) repeat samples are marked Repeat (RP); the source sample is marked GWR 
Source Triggered (TG); the three (3) additional routine samples are marked Routine 
(RT). You must provide the original unsatisfactory sample number and date of 
collection. Please note: A replacement sample is required for any sample received over 
thirty (30) hours of collection time or if a sample is invalidated by the lab. 
 
 

3. The source water well sample must be taken as follows: samples must be collected at a 
point representative of each groundwater source, prior to any storage, including 
pressure tanks or treatment to determine the water quality of the source(s). The well 
water sample/s must be collected within twenty-four (24) hours of notification. 
 

 
4. If Total Coliform-positive is detected in any repeat sample, you will be required to 

complete an assessment. Please contact your assigned compliance staff for questions. 
 

5. If any original, repeat, or additional routine samples are coliform-positive, the result is 
counted as an unsatisfactory result in compliance calculations.  Any coliform-positive 
sample must also be tested for E.coli.  Presence of E.coli in a repeat sample constitutes 
an E. coli MCL (maximum contaminant level) violation and triggers a Level 2 
Assessment. 
 

6. If the source water sample is E.coli positive, you have violated the GWR for your system 
and must conduct additional source water monitoring or the corrective action as 
required by the state. 
 

7. To ensure that your repeat sample results are submitted to IDEM in a timely manner, 
you may check Drinking Water Watch, the IDEM public database. That database can be 
found at; https://myweb.in.gov/IDEM/DWW/. If your repeat results do not appear in the 
database within 24-48 hours after you have collected them, please call the analyzing 
laboratory and inquire as to the status of those results. All labs are required to submit 
results to IDEM.     

 
     If you have any questions concerning the repeat sampling requirements and source water 
monitoring please call Yahira Rosado at 317-234-7940 or your IDEM Field Inspector, Daniel 
Keane, at (219) 713-3428. 
        
Based on the following Rules: 

(1) 40 CFR 141.858 incorporated by reference at 327 IAC 8-2-4.1 
(2) 327 IAC 8-2.3-4(a)(2) 

 
cc:  Daniel Keane, Field Inspection Staff 

 
 



 

 

NOTICE: 
 
Please consult the holiday closures below when submitting water 
samples to the ISDH Laboratories.  DO NOT send specimens or 
samples when the expected delivery date is a STATE HOLIDAY or 
a WEEKEND.  Thank you.   
 
The following is a list of the 2024 state holidays and the dates on 
which they will be observed: 
 
New Year’s Day Monday January 1, 2024 
Martin Luther King, Jr. Day Monday January 15, 2024 
Good Friday Friday March 29, 2024 
Primary Election Day Tuesday May 7, 2024 
Memorial Day Monday May 27, 2024 
Independence Day Thursday July 4, 2024 
Labor Day Monday September 2, 2024 
Columbus Day  Monday  October 14, 2024 
General Election Day Tuesday November 5, 2024 
Veterans Day Monday November 11, 2024 
Thanksgiving Day Thursday November 28, 2024 
Lincoln's Birthday Friday November 29, 2024 
Washington’s Birthday Tuesday December 24, 2024 
Christmas Day Wednesday December 25, 2024 
 
 
*For operations regularly scheduled Monday – Friday 
**For operations regularly scheduled on Saturday/Sunday 
 


