UNDERGROUND STORAGE . ) .
TANK INSPECTION REPORT Inspector's Name: |Doug Fisher

INDIANA DEPARTMENT OF Date: 12/14/2016
ENVIRONMENTAL MANAGEMENT -
Time In: 12:30 PM
Time Out: 4:00 PM

Inspection Type: |Initial

General Information
Facility Information

Facility Name Express Mart
895 SR 39 E BYP
Martinsville, IN 46151, Morgan County

435 Virginia Ave. Suite 707
Indianapolis | IN 46203

Facility Location

Facility Mailing Information

Owner Information

Name: No results.
UST Operator Certificate

[329 IAC 9-9]

Certification Expiration Date:

Operating Information

Facility Registration Number 8378

GPS Location Collected OYes ONo O Previously Collected

Financial Assurance
Financial Responsibility [329 IAC 9-8]

Unknown

Number of Registered Tanks 4

Number of Compartmented
USTs

General Comments

0

Tank Information
Tank # Contents Status Install Date
1 Gasoline In Use 1/1/1998
ID Dimensions Capacity Contents
1 12000 Gasoline
Corrosion Protection . Anode Test

Tank Piping

Steel Flex

Impressed Current Double Walled

Last Tank Corrosion Test Last Piping Corrosion Test
Release Detection Spill Protection

Tank Piping Spill Bucket




Automatic Tank Gauge In Line Detect Annual Overfill Protection
No esults. Pressurized Piping .
Annual Line Tightness Test Automatic Shutoff
Line Leak Detectors
No results
Tank # Contents Status Install Date
2 Gasoline In Use 1/1/1998
ID Dimensions Capacity Contents
12000 Gasoline
Corrosion Protection . Anode Test
Tank Piping
Steel Flex
Impressed Current Double Walled

Last Tank Corrosion Test

Last Piping Corrosion Test

Release Detection

Tank

Spill Protection

Piping

Spill Bucket

Automatic Tank Gauge
ATG results passing 12 months.

In Line Detect Annual
Pressurized Piping

Overfill Protection

Line Leak Detectors
Annual Line Tightness Test
No results.

Automatic Shutoff

Tank # Contents Status Install Date
3 Diesel In Use 1/1/1998
ID Dimensions Capacity Contents
12000 Diesel
Corrosion Protection . Anode Test
Tank Piping
Steel Flex

Impressed Current

Double Walled
05 Energy Bill requirements.

Last Tank Corrosion Test

Last Piping Corrosion Test

Release Detection

Tank

Spill Protection

Piping

Spill Bucket

Automatic Tank Gauge
ATG passing results.

Automatic Tank Gauge
Double Wall / Interstitial
Monitoring

Overfill Protection

Pressurized Piping
Line Leak Detectors
No 05 Energy bill results.

Automatic Shutoff

Tank # Contents

Status

Install Date

4 Kerosene

In Use 1/1/1998




ID Dimensions Capacity Contents

4 2000 Kerosene
Corrosion Protection . Anode Test

Tank Piping

Steel Flex

Impressed Current

Last Tank Corrosion Test Last Piping Corrosion Test
Release Detection Spill Protection

Tank Piping Spill Bucket

Automatic Tank Gauge Suction Piping (American) Overfill Protection

ATG passing results. Automatic Shutoff

Deficiency List of Compliance Failures

X 329 IAC 9-2-2(d) Failure to Notify/Register (incomplete form)
X329 IAC 9-2-1(2) Double-walled Piping Construction

X 329 IAC 9-3.1-2(1), (2), and (3) Failure to Maintain CP

X329 IAC 9-9-3(a)(1) Failure to Designate Class A or B Operator
X329 IAC 9-7-2(1) Failure to Provide RD for USTs

X329 IAC 9-7-2(2)(A) Failure to Conduct Annual Line Tightness Test

Inspection Results/Action

Inspection Results: | Violation

Facility Status: Active

Documents and Photos Comments:

Written Summary of Inspection:
Inspector needs:

1) 2016 Notification Form/ Financial Assurance completed properly and submitted to IDEM.
2) Operator Training Certifications completed and available for review at next inspection.

3) Regular Unleaded Tank must be precision tightness tested by Certified Contractor.

4) Automatic Tank Gage evaluated for functionality regarding Regular Unleaded tank.

5) Diesel piping STP sump and secondary piping must be precision tightness tested (3 year).
6) All primary piping and in line leak detectors must precision tested annually.

7) The Impressed Current system must have Cathodic Protection test (3 year).

[_|Fuel Prohibition/ Red Tag [ | Suspected release found during inspection
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Parcel Information

Parcel Information

Land Description

Land Type Acreage Dimensions
11 0.4
Owner Name AKAL INVESTMENTS INC
13 0.7
435 VIRGINAI AVE UNIT 707
Owner Address INDIANAPOLIS, IN 46203
Parcel Number 55-09-32-400-004.000-02 1
Alt Parcel Number 071-09-32-400-004-000
895 SR 39 BYP NORTH,
Property Address MARTINSVILLE, IN 46151
Property Class Code 450
Property Class Convenience Market With Gasoline Sales
Neighborhood TIER 2 COMM, 5719992-021
Legal Description S32 T12 RI1E PT SE; 1.10 A.
Taxing District
Township WASHINGTON TOWNSHIP
Corporation M.S.D. MARTINSVILLE
Transfer Of Ownership
Date Name Buyer Document Deed Type Sale Price
1900-01-01 MID-WEST OIL CO INC WD
2004-03-30 MID WEST OIL CO INC 200404716 WD
2004-03-30 MID-WEST OIL CO INC 200404715 WD
2004-03-30 MID-WEST OIL CO INC 200404714 N/A
2012-04-17 KWICK MART INC 201301718 WD 296,300.00
AKAL INVESTMENTS
2015-04-16 201504082 QC
INC
Valuation Record
Assessment Date Reason for Change Land Improvements Total Valuation
2016-06-09 Annual Adjustment 72500 140,900.00 213,400.00
2015-06-26 GENERAL REVALUATION 72500 140,900.00 213,400.00
2014-07-08 Annual Adjustment 72500 162,700.00 235,200.00
PTABOA DETERMINATION
2014-02-25 63100 162,700.00 225,800.00
(FORM 115)
2013-06-19 Annual Adjustment 145200 162,700.00 307,900.00
2012-06-29 GENERAL REVALUATION 145200 66,600.00 211,800.00
2011-08-23 Annual Adjustment 145200 133,600.00 278,800.00

https://morganin.elevatemaps.io/
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Parcel Information

296,300.00
276,800.00
276,800.00
276,800.00
276,300.00
88,500.00
77,000.00
58,000.00
60,000.00

19,330.00

Seller Name

MID WEST OIL CO INC

Special Features

Description

Size/Area

Canopies, Commercial Type 2254

2010-08-18 Annual Adjustment 145200 151,100.00
2009-03-01 Annual Adjustment 147800 129,000.00
2008-03-01 Annual Adjustment 147800 129,000.00
2008-03-01 Annual Adjustment 147800 129,000.00
2007-03-01 Annual Adjustment 147800 128,500.00
2006-03-01 Annual Adjustment 50800 37,700.00
2002-03-01 GENERAL REVALUATION 50800 26,200.00
2001-03-01 100% AV initialized 30400 27,600.00
2001-03-01 MISCELLANEOUS 30400 29,600.00
1995-03-01 GENERAL REVALUATION 10130 9,200.00
300,000
200,000
100,000
0 ‘ ZUUI"UB'UI ‘ 20027‘03701 ‘ 2007"03701 ‘ 20057‘03701 ‘ 2010"08'15 ‘ 20127‘05729 ‘ ‘ 2015"06'26 ‘
Sales
Sale Date Sale Price Buyer Name
2012-04-20 296,300.00 KWIK MART INC
o Exterior Features
Public Utilities
Exterior Feature Size/Area
Canopy, Roof Extension 165

Water N

Sewer N

Gas N

Electricity N

All Y

Summary Of Improvements

Buildings

Grade

https://morganin.elevatemaps.io/

Condition

Construction Year

Effective Year

Area
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Parcel Information Page 4 of 4

Canopies - Commercial

C A 1972 2254
Type C 2
Paving C 3 C G 1972 3700
Utility Shed C 4 C A 1972 144
C/I Building C A 1990 1116
C/I Building
Wall Types
Floor Wall Type 0 Wall Type 1 Wall Type 2 Wall Type 3 Wall Type 4
1 158
Floor Uses
Floor Description Area In Use Area Not In Use Area AC Area Heat Area Sprinkled
1 Convenience Market 1116 1116 1116
Plumbing

Comm Fixtures
Comm ExtraFixtures

WaterCoolerRefrig

https://morganin.elevatemaps.io/ 12/14/2016



BUSINESS INFORMATION
CONNIE LAWSON
INDIANA SECRETARY OF STATE
12/14/2016 01:28 PM

Business Name: AKAL INVESTMENTS INC. Business ID: 2014121800026
Entity Type: Domestic For-Profit Corporation Business Status: Active
Creation Date: 12/17/2014 Inactive Date:

435 VIRIGINIA AVE, APT. # 707,

Principal Office Address: Ny A NAPOLIS, IN, 46203, USA

Expiration Date: Perpetual

Business Entity Report Due
Date:

Years Due: 2016/2017

Domicile State: Indiana 12/31/2016

Name Title Address
VARINDER SAHI Incorporator 435 VIRIGINIA AVE, APT # 707, INDIANAPOLIS, IN, 46203, USA

Type: Individual
Name: VARINDER SAHI
Address: 435 VIRIGINIA AVE, APT # 707, INDIANAPOLIS, IN, 46203 - , USA



BUSINESS INFORMATION
CONNIE LAWSON
INDIANA SECRETARY OF STATE
12/14/2016 01:30 PM

Business Name: KWICK MART INC. Business ID: 2009052200422
Entity Type: Domestic For-Profit Corporation Business Status: Active
Creation Date: 05/22/2009 Inactive Date:

5405 W BRADBURY AVE,

Principal Office Address: Ny A NAPOLIS, IN, 46241, USA

Expiration Date: Perpetual

Business Entity Report Due

Date: 05/31/2017

Domicile State: Indiana

Years Due:

Title Name Address
President PARSHOTAM SANDHU 7054 KENNESAW DR, BROWNSBURG, IN, 46112, USA
Secretary VARINDER SAHI 435 VIRGINIA AVE, STE # 707, INDIANAPOLIS, IN, 46203, USA

Name Title Address
PARSHOTAM SANDHU Incorporator 6315 W WASHINGTON ST, INDIANAPOLIS, IN, 46231, USA

Type: Individual
Name: PASHOTAM SANDHU
Address: 5405 W BRADBURY AVE, , INDIANAPOLIS, IN, 46241 -, USA



BUSINESS INFORMATION
CONNIE LAWSON
INDIANA SECRETARY OF STATE
12/14/2016 01:30 PM

Business Name: AJ TOBACCO INC. Business ID: 2013072400381
Entity Type: Domestic For-Profit Corporation Business Status: Active
Creation Date: 07/24/2013 Inactive Date:
895 SR 39 NORTH, MARTINSVILLE, IN,

Principal Office Address: Expiration Date: Perpetual

46151, USA

Business Entity Report Due

Domicile State: Indiana
Date:

07/31/2017

Years Due:

Title Name Address
President AMIT PATEL 7107 MILANO DRIVE, INDIANAPOLIS, IN, 46259, USA

Name Title Address
RUSVIBEN A PATEL Incorporator 7107 MILANO DR, INDIANAPOLIS, IN, 46259, USA

Type: Individual
Name: AMIT PATEL
Address: 7107 MILANO DR, INDIANAPOLIS, IN, 46259, USA



« %% UNDERGROUND STORAGE [INDIANA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT

i o) Office of Land Quality, UST Section
VMY TANK INSPECTION REPORT v ol

5 it A Indianapolis, IN 46204-2251

Rk o' Telephone: (800) 451-6027 or (317) 234-4112

UST INSPECTION ADDITIONAL COMMENTS

Date: Facility ID/Agency ID: [Facility Name: T

12/14/2016 8378

Inspector Name: Inspector Phone Number: Inspector Email:

Doug Fisher 317-727-4766 dfisher@idem.IN.gov
COMMENTS

Inspector needs:

1) 2016 Notification Form/ Financial Assurance completed properly and submitted to IDEM.
2) Operator Training Certifications completed and available for review at next inspection.

3) Regular Unleaded Tank must be precision tightness tested by Certified Contractor.

4) Automatic Tank Gage evaluated for functionality regarding Regular Unleaded tank.

5) Diesel piping STP sump and secondary piping must be precision tightness tested (3 year).
8) All primary piping and in line leak detectors must precision tested annually.

7) The Impressed Current system must have Cathodic Protection test (3 year).

Facility Representative Initials iézzi Inspector's Initials ‘:2 E



