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Dear  :

Indiana Department of Environmental Management
We Protect Hoosiers and Our Environment.

100 N. Senate Avenue  ●  Indianapolis, IN 46204

(800) 451-6027  ●  (317) 232-8603  ●   www.idem.IN.gov

Eric J. Holcomb Bruno Pigott
Governor Commissioner

October 13, 2021
Via Email to: hladislav@uss.com
Mr.Ladislav Halaj, Plant Manager
US Steel, Midwest Plant
6300 US Highway 12
Portage Indiana46368

Mr. Halaj
Re:

,   County

Inspection Summary/ Enforcement Referral
US Steel Corporation Midwest Plant
NPDES Permit No.  IN0000337
Portage Porter

      An inspection of the above-referenced facility or location was conducted by a 
representative of the Indiana Department of Environmental Management, 

 pursuant to IC 13-18-3-9.  A summary of the inspection is provided below:
Northwest

Regional Office,

Date(s) of Inspection: September 27, 2021 and September 28, 2021

Type of Inspection: Reconnaissance Inspection

Inspection Results: Violations were observed and will be referred to the 
Enforcement Section.

The following concerns were noted: 

1. Part I. B. of the permit prohibits the discharge from any and all point
sources specified within the permit from causing receiving waters, including
the mixing zone, to contain substances, materials, floating debris, oil, or
scum:

1) that will settle to form putrescent or otherwise objectionable deposits;
2) that are in amounts sufficient to be unsightly or deleterious;
3) that produce color, visible oil sheen, odor, or other conditions in such
degree as to create nuisance.

The Receiving Waters Appearance and Effluent Appearance were rated as 
unsatisfactory due to orange water discharges into Burns Waterway to Lake 
Michigan from discharge Outfall 004 on September 27 and September 28, 
2021. In addition IDEM's Emergency Response Section staff deployed on 
September 26, 2021, in response to public reports of orange discolored 
water in the Burns Waterway. IDEM's Emergency Response staff noted the 
discolored discharge from the U.S. Steel Midwest discharge Outfall 004. 



2. Operation and Maintenance were rated as unsatisfactory.  Part II. B. 1. of
the permit requires that all facilities and systems (and related
appurtenances) for collection and treatment which are installed or used by
the permittee and which are necessary for achieving compliance with the
terms and conditions of the permit in accordance with 327 IAC 5-2-8(9)
must be maintained in good working order and efficiently operated at all
times.

On September 26, 2021, the lack of sulfuric acid at the Final Treatment
Wastewater Treatment Plant (WWTP) caused the operator at the Final
Treatment WWTP to request additional acid from the pickle operations in
order to add more lime to increase sludge levels within the sedimentation
basins in response to low solids within the basins.  Acid was sent from the
bath tanks of the pickle operation.  The flow rate appears to have been
faster than in usual operations and contained substantial iron within the
discharge.

Problems with lime feeding were also occurring due to a plugged feed
line. A manual lime feed was initiated.  Additionally, the spencer blower
failed at approximately 4:30 PM CDT and was brought back on-line at
approximately 6 PM CDT.  The air from the spencer blower assists in
oxidation of the iron and, thus, the removal of iron.

After halting the pickle line discharge on September 26, 2021, the incoming
wastewater was primarily neutral in pH and, thus, very little lime was
added.  The orange color returned in the morning of September 27, 2021 at
approximately 3 AM CDT as lime could not be added.  Operations at the
facility were idled until the Final Treatment WWTP could be stabilized.  At
approximately 10 AM CDT a shipment of sulfuric acid arrived and was fed
into the Final Treatment WWTP.  US Steel personnel stated that the color in
the effluent was gone by 3 PM CDT.

At approximately 8 AM CDT on September 27, 2021 the facility initiated a
slow startup of operations that was completed at approximately 7 AM on
September 28, 2021.

3. US Steel- Midwest is currently under a federal Consent Decree (Case No.
2:18-cv-00127) and a state Agreed Order (Case Nos. 2019-26434-W and
2019-26665-W). This matter is being referred to the U.S. Environmental
Protection Agency (EPA), the U.S. Department of Justice (DOJ), and to the
IDEM Office of Water Quality (OWQ) Enforcement Section in conjunction
with the existing actions.

Within 10 days of receipt of this letter, a written detailed response documenting correction 
of the concerns listed above and/or a plan for assuring future compliance must be 
submitted to this office. Please direct your response to this letter to our letterhead address 
or via email to Amari Farren at afarren@idem.in.gov. Additionally, this matter is being 



referred to the IDEM, OWQ Enforcement Section, the U.S. EPA, and U.S. DOJ for 
appropriate action. If formal action is initiated, you will be issued correspondence informing 
you of how to proceed in resolving this matter. Any questions regarding the enclosed report 
should be directed to Nick Ream at nream@idem.in.gov.  A copy of the NPDES Industrial 
Facility Inspection Report and associated Attachments are enclosed for your records. 

Sincerely,

Rick Massoels, Deputy Director
Northwest Regional Office

Enclosure

Cc: Amari Farren, Water Enforcement Section Chief
Ryan Bahr, U.S. EPA Region 5



NPDES Industrial Facility Inspection Report
INDIANA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT

 NPDES Permit Number:  Facility Type:  Facility Classification: TEMPO AI ID

IN0000337 Industrial Major IV 14435

Date(s) of Inspection: September 27, 2021 and September 28, 2021

Type of Inspection:  Reconnaissance Inspection
Name and Location of Facility Inspected: Receiving Waters/POTW: Permit Expiration Date:

County:

US Steel Corporation Midwest Plant
6300 US Highway 12
Portage IN 46368  Porter

Burns Waterway to Lake Michigan

9/30/2026

Design Flow:
NA

On Site Representative(s):

 Was a verbal summary of the inspection given to the on-site rep?  

First Name Last Name Title Email Phone

Joe Hanning Manger -
Environmental 
Control

jehanning@uss.com 219-888-4500

Tim Sullivan Coordinator -
Environmental

tlsullivan@uss.com

Alexis Piscitelli Director of 
Environmental 
Compliance

apiscitelli@uss.com

Yes, by Phone
Certified Operator: Number: Class: Effective Date: Expiration Date: Email:

Monique Beybley 21038 D 7-1-21 6-30-24 mbeybley@uss.com
Cyber Security Contact

Name:  Email:
Responsible Official:

,

Mr. Ladislav Halaj, Plant Manager
6300 US Highway 12

Portage Indiana 46368

Permittee: US Steel, Midwest Plant
Email: hladislav@uss.com
Phone: Contacted?

Fax: No
INSPECTION FINDINGS

Conditions evaluated were found to be satisfactory at the time of the inspection. (5)

Violations were discovered but corrected during the inspection. (4)

Potential problems were discovered or observed. (3)

Violations were discovered and require a submittal from you and/or a follow-up inspection by IDEM. (2)

Violations were discovered and may subject you to an appropriate enforcement response. (1)

AREAS EVALUATED DURING INSPECTION
(S = Satisfactory,   M = Marginal,   U = Unsatisfactory,  N = Not Evaluated

U Receiving Waters N Facility/Site S Self-Monitoring N Compliance Schedules

U Effluent/Discharge U Operation N Flow Measurement

N Permit U Maintenance N Laboratory N Effluent Limits Compliance

N Sludge N Records/Reports U Other: Enforcement Orders and
Attachments

DETAILED AREA EVALUATIONS

On September 26, 2021 citizens reported observing orange water discharging into Burns Waterway from US Steel 
Midwest's Outfall 004.  Reports were made to the National Response Center (NRC), Incident Report #1317929,  at 
approximately 6:04 PM Central Daylight Time (CDT).  Mr. John Lankowicz, IDEM Emergency Response Section, 
responded overnight to the incident.  The EPA contracted Tetra Tech to collect water samples, who began taking grab 
samples on the night of September 26, 2021.

On September 27, 2021 Sonia Vega with the EPA, Derek Beamer with Indiana Department of Natural Resources, Eric 
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Krukar with the US Coast Guard, Nicholas Heiple with the US Coast Guard, David Greinke of IDEM - Emergency 
Response, and I met with Joe Hanning of US Steel.

I observed the area approximately 500 feet downstream (North) of Outfall 004.  It was difficult to discern if any orange 
was present due to the sunlight and silt within the waterway.  The discharge observed from Outfall 004 was orange in 
color.  A vactor truck was present at Outfall 004.  Mr. Hanning stated that the vactor truck crew was attempting to 
remove solids that settled on the rip rap and the boom.

The Final Treatment facility was observed.  The east train was noticeably orange in color.  The west train was also 
orange, but to a much lesser degree.

The Chromium Treatment facility was inspected and was not in operation at the time of the inspection.  It was later 
learned the facility ceased discharging due to US Steel shutting down processes at the facility to minimize the impact of 
the orange discharge.
Mr. Hanning stated that grab samples were being taken at Outfall 004 every 12 hours for all permitted parameters.  
Additionally, 24 hour composite samples were being collected every morning at approximately 7 AM CDT for all 
permitted parameters.  Samples taken by US Steel Midwest were taken to ALS for expedited analysis.

When asked what caused the orange discharge, Mr. Hanning stated the incident was still under investigation, but 
initially it appeared problems occurred when on-site staff observed solids were depleting within the sedimentation 
basins.  Additional acid was requested in order to feed additional lime which would generate more solids.  Initial 
investigations by US Steel personnel indicated the sulfuric acid sent from the pickle operations "overshot" the 
requirements of Final Treatment.

US Steel attempted to obtain additional sulfuric acid to add to Final Treatment, into which they could add lime to 
improve solids control in the facility.  A shipment of sulfuric acid originally designated for the powerhouse was diverted 
to the wastewater facility late in the morning of September 27, 2021.

September 27, 2021 was primarily dedicated to spill response.

US Steel personnel left a voice mail on September 28, 2021 at approximately 8 AM CDT stating that the wastewater 
plant had stabilized and production lines were being brought on-line in a staggered fashion to ensure a smooth startup. 

Mr. Keith Middleton, US EPA, and I entered US Steel at approximately 9 AM CDT on September 28, 2021.  We met 
with Alexis Pisicitelli and Eric Williams in the Environmental Building.  We were taken to Outfall 004 and met with Mr. 
Joe Hanning.  The discharge from Outfall 004 appeared generally colorless, though red/orange-stained vegetation was 
observed discharging periodically.

Both East and West sedimentation basins appeared improved in color compared to the previous day, September 27, 
2021.  All treatment processes associated with Final Treatment appeared to be in operation.  Sulfuric acid was still 
being added from a semi truck in order to lower the influent pH in preparation for lime addition.

US Steel internal investigations were still ongoing.  

The following information was requested from US Steel:

l A timeline of events leading to the initial pH fluctuation, including internal notifications.
l Operator records and internal monitoring results leading to the incident.
l Any ‘dump sheets’ leading up to the incident.
l pH logging graphs at the plant for a reasonable time period leading to the incident.
l Identify the exact wastestream or event that caused the pH swing leading to the incident.
l A listing of impacted entities notified of the incident.

The information given by US Steel personnel in response to the data requested is attached to this inspection report. 
One of the responses given on September 30, 2021 contained a detailed timeline of events.
Receiving Waters:
Comments:

Part I. B. of the permit prohibits the discharge from any and all point sources specified within theis permit from 
causing receiving waters, including the mixing zone, to contain substances, materials, floating debris, oil, or scum: 

1) that will settle to form putrescent or otherwise objectionable deposits;
2) that are in amounts sufficient to be unsightly or deleterious;
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3) that produce color, visible oil sheen, odor, or other conditions in such degree as to create nuisance.

The Receiving Waters Appearance and Effluent Appearance were rated as unsatisfactory due to orange water 
discharges into Burns Waterway to Lake Michigan from discharge Outfall 004 on September 27 and September 
28, 2021. While the mixing zone appeared to be improved on September 28, the red-orange vegetation and a 
slight orange tinge were still visible. In addition IDEM's Emergency Response Section staff deployed on 
September 26, 2021, in response to public reports of orange discolored water in the Burns Waterway. IDEM's 
Emergency Response staff noted the discolored discharge from the U.S. Steel Midwest discharge Outfall 004. 

Effluent/Discharge:
Comments:

Effluent Appearance was rated as unsatisfactory.  Please refer to the Receiving Stream category for more 
information.

Operation:
Comments:

Operation was rated as unsatisfactory.  Part II. B. 1. of the permit requires that all facilities and systems (and 
related appurtenances) for collection and treatment which are installed or used by the permittee and which are 
necessary for achieving compliance with the terms and conditions of the permit in accordance with 327 IAC 5-2-8 
(9) must be maintained in good working order and efficiently operated at all times.

On September 26, 2021, the lack of sulfuric acid at the Final Treatment Wastewater Treatment Plant (WWTP) 
caused the operator at the Final Treatment WWTP to request additional acid from the pickle operations in order to 
add more lime to increase sludge levels within the sedimentation basins in response to low solids within the 
basins.  Acid was sent from the bath tanks of the pickle operation.  The flow rate appears to have been faster than 
in usual operations and contained substantial iron within the discharge.  

Problems with lime feeding were also occurring due to a plugged line. A manual lime feed was initiated.  
Additionally, the spencer blower failed at approximately 4:30 PM CDT and was brought back on-line at 
approximately 6 PM CDT.  The air from the spencer blower assists in oxidation of the iron and, thus, the removal 
of iron.  Maintenance records were requested early on October 5, 2021, but no response to the request had been 
received by the time this report was drafted.

After halting the pickle line discharge on September 26, 2021, the incoming wastewater was primarily neutral in 
pH and, thus, very little lime was added.  The orange color returned in the morning of September 27, 2021 at 
approximately 3 AM CDT as lime could not be added.  Operations at the facility were idled until the Final 
Treatment WWTP could be stabilized.  At approximately 10 AM CDT a shipment of sulfuric acid arrived and was 
fed into the Final Treatment WWTP.  US Steel personnel stated that the color in the effluent was gone by 3 PM 
CDT.

At approximately 8 AM CDT on September 28, 2021 the facility initiated a slow startup of operations that was 
completed at approximately 7 AM on September 29, 2021.

Maintenance:
Comments:

Maintenance was rated as unsatisfactory.  Please refer to the Operation category for more information.

Self-Monitoring:
Comments:

US Steel personnel initiated grab sampling of the event by taking grab samples every 12 hours at approximately 7 
PM and 7 AM CDT for all permitted parameters and iron.  US Steel was already obligated to take 24-hour 
composites of all permitted parameters at Outfall 004.

A review of the results taken by the EPA and US Steel Midwest personnel did not indicate numerical effluent limits 
exceedances.  The discoloration appears to be caused by the presence of high iron concentrations, which is not a 
permitted limit.

Effluent Limits Compliance:
No 1. Were DMRs reviewed as part of the inspection?

Comments:

Other:    

Comments:
Enforcement Orders and Attachments

US Steel- Midwest is currently under a federal Consent Decree (Case No. 2:18-cv-00127) and a state Agreed 
Order (Case Nos. 2019-26434-W and 2019-26665-W). This matter is being referred to the U.S. Environmental 
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Protection Agency (EPA), the U.S. Department of Justice (DOJ), and to the IDEM Office of Water Quality 
(OWQ) Enforcement Section in conjunction with the existing actions. 

Attachments are included in this report.

Attachment A: USS Midwest 5-day letter
Attachment B: Notifications made by USS Midwest
Attachment C: Final treatment Equalization Basin pH chart
Attachment D: Operator sheets

IDEM REPRESENTATIVE
Inspector Name: 

Nicholas Ream
Email: 

nream@idem.IN.gov
Phone Number:

219-730-1691

Other staff participating in the inspection:

Name(s) Phone Number(s)

David Greinke 219-730-4035 IDEM

John Lankowicz 574-309-0338 IDEM

Sonia Vega 630-481-5025 EPA

Derek Beamer 317-232-4010 Indiana DNR

Eric Krukar 630-986-2155 U.S. Coast Guard

Nicholas Heiple U.S. Coast Guard

Keith Middleton 312-866-6465 EPA

IDEM MANAGER REVIEW
IDEM Manager: Date:

Rick Massoels 10/8/2021
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Inspection Photographs

Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/27/2021 Time: 9:30 AM

Others Present:

Location/Description:

West view of Outfall 004.  Orange 
discharge was visible in the 
wastewater.

Other Present:  Joe Hanning

Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/27/2021 Time: 9:30 AM

Others Present:

Location/Description:

West view of Outfall 004 and 
immediately downstream.

Others Present:  Joe Hanning

Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/27/2021 Time: 10:00 AM

Others Present:

Location/Description:

Southwest view of the east 
sedimentation basin of Final 
Treatment.  The basin was orange 
in appearance.

Others Present:  Joe Hanning



Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/27/2021 Time: 10:00 AM

Others Present:

Location/Description:

Southeast view of the west 
sedimentation basin of Final 
Treatment.  The basin was a thin-
orange in appearance.

Others Present:  Joe Hanning

Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/27/2021 Time: 9:30 AM

Others Present:

Location/Description:

South view of Burns Waterway, 
approximately 500 feet north 
(downstream) of Outfall 004.

Others Present:  Joe Hanning, Lucas 
Stamps, Isaac Sageman

Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/28/2021 Time: 10:40 AM

Others Present:

Location/Description:

West view of Outfall 004.  The 
discharge was not orange as the 
previous days, but orange vegetation 
was observed periodically discharging.

Others Present:  Joe Hanning, Keith 
Middleton, Dave Greinke, Alexis 
Piscitelli, Eric Williams



Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/28/2021 Time: 10:45 AM

Others Present:

Location/Description:

Southeast view of the west 
sedimentation basin of Final Treament.

Others Present:  Joe Hanning, Keith 
Middleton, Dave Greinke, Alexis 
Piscitelli, Eric Williams

Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/28/2021 Time: 11:00 AM

Others Present:

Location/Description:

North view of the lime addition.

Others Present:  Joe Hanning, Keith 
Middleton, Dave Greinke, Alexis 
Piscitelli, Eric Williams

Facility:

US Steel Corporation Midwest 
Plant
Photographer:

Picture provided to IDEM 

Date: 09/26/2021 Time:

Others Present:

Location/Description:

Outfall 004 in Burns Waterway, 
provided via email on September 26, 
2021.
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Final Treat EQ Basin effluent pH

9/29/2021 2:04:33 PM
E:\Active Factory Trends and Queries\Final Treat EQ Basin effluent pH.aaTrend

   Attachment C



Attachment D
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